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	1) 
	PE-TS-411-145-1
	4.1.1
	Pg. 444 of 806
	Technical Specifications
	As per IS 3370(Part -1) 2009, the minimum grade of RCC to be  used  is  M30,  but  in  the
tender it is mentioned that Reinforced concrete for water retaining Structure is M25 Please Clarify.
	As there is contradiction in the mentioned clauses.
	Water retaining structures shall be of M30 grade of concrete.

	2) 
	PE-TS-411-145-1
	1.1
	Pg. 9 of 806
	BROAD SCOPE OF SUPPLY
Boundary walls, Chain link/barbed wire fencing & gates wherever required around any buildings/area.
	Pre-treatment plant area is within the boundary of TPS, hence there is no  Boundary walls, Chain link/barbed wire fencing & gates please confirm
	As the scope for boundary wall is not clear and the pre-treatment plant is within the main plant area, we exclude the same form our scope.
	[bookmark: _GoBack]Please note that boundary wall for Pre-Treatment Plant is not applicable.
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